CONVERT OR 9-10 ( SUBMITTED QUESTIONS) AS OF 6-6-2014.

1)
2)

3)

4)

5)

6)

Note 6 missing on AE101

Division 11 is in the spec index but not in the spec book. This is the Equipment section and the
plans show (4) booms to be installed (AE101) and then it only list (3) in the Equipment Schedule
on the plans (QH101). Is the Light/Monitor Boom two booms? It list Anesthesia Boom and
Equipment Boom as well as CFCI. | don’t see where | can find any information to get a price on
these items. Please advise.

There is a Control Desk with Computer also on the Equipment Schedule (QH101) shown as CFCI
and there is nothing in the spec or any details in the plans. | need some more information to be
able to price this item. Please advise.

There are also ceiling speakers and wall mounted clocks shown on the plans (AE1010), but |
cannot find any details in the plans or spec for these items. Please advise if | am to price these
and where to find the information.

It is shown on the Finish Schedule (AE601) to paint the ceiling of Clean Core 2B-142 and | cannot
tell the limits of where to stop my painting. The Construction Limits are not on a corner and are
on the ceiling in the middle of the egress area for surgery staff. When we painted the ceiling two
years ago we were able to “feather” in the areas where we added grilles and access panels and |
did not know if that was what was expected or is there a stopping point | am not seeing. Please
advise.

In reviewing the specifications, the structural steel framing spec referenced in the index is not
in the spec body.

ANSWERS ATTACHED.
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ANSWERS TO SUBMITTED QUESTIONS

PROJECT NO. 598-13-101 BUILDING 1 JLM MEDICAL CENTER

Q1|REFERENCE DWG AE-101 KEYED NOTE 6 IS MISSING: REVISED DWG AE-101 IS ATTACHED.

AS SHOWN THE NOTE READS: _ .
INFIL EXISTING OPENING TO MATCH SURROUNDING ADJACENT PARTITIONS

(INCLUDING LEAD SHIELDING-IF APPLICABLE)

=]

Q2|REFERENCE DWG QH101 EQUIPMENT PLAN/SCHEDULE | _

EQUIPMENT SCHEDULE REFERENCES EQUIPMENT THAT IS CFCI (CONTR FURNISHED AND _
CONTRACTOR INSTALLED) AND GFGI (GOVERNMENT FURNISHED AND GOVERNMENT INSTALLED)
REFER TO THE ATTACHED SPECIFICATION 11 70 00 WHICH COVERS HEALTHCARE EQUIPMENT.
THE EQUIPMENT THAT IS LISTED ON THE QH101 DWG THAT IS CFCI IS COVERED IN THIS SPEC
AS WELL AS A SOURCE . THE MANUFACTURERS REP PROVIDED CAN PROVIDE SPECIFICS ON THE EQUIPMENT
AND THE INSTALLATION WORK AND MATERIAL THAT WILL BE REQUIRED OF THE GENERAL CONTRACTOR.

AND THE WORK THAT WILL BE PERFOMED BY THE EQUIPMENT MANUFACTURER.

Q3|CONTROL DESK IS LISTED IN THE EQUIPMENT SPEC ATTACHED. THIS IS CFCI.
AS IS REFERENCED. A COMPUTER IS PROVIDED BY THE EQUIPMENT SUPPLIER/INSTALLER

Q4|CEILING SPEAKERS ARE SHOWN ON DWG EP102. THE SPEAKERS ARE GFGI. CAMERAS ARE GFGI.
CLOCKS ARE GFGI

Q5|FINISH SCHEDULE AND WHERE TO TERMINATE PAINTING.

PAINTING IS NOT REQUIRED BEYOND THE EXTENT OF WORK AREA AS INDICATED BY THE
HATCHING ON DWG GI 102.

WHERE CEILINGS ADJOIN AND NO CLEAR BREAKING LINE IS AVAILABLE THEN FEATHERING THE
PAINT FROM NEW TO EXISTING IS ACCEPTABLE.

Q6| THE STRUCTURAL STEEL FRAMING SPEC SPEC WAS MISSING FROM THE JOB SPECIFICATIONS .
REFER TO THE ATTACHED DOCUMENT 05 12 00




